
SANITARY FORCE MAIN CLEANOUT DETAIL

VALVE EXTENSION CITY STANDARD 

GATE VALVE W\BOX

RESILIENT SEATED

(2 PLACES TYP.)

SEE DETAIL 6130

1. VALVES, VALVE BOXES AND VALVE EXTENSIONS PER CITY STANDARDS SEE DETAIL 6130.

    VALVE BOX COVERS SHALL BE MARKED FOR SEWER.

2. VALVE MARKER POSTS PER CITY STANDARDS, SEE DETAIL 6131.

NOTE:

45° BEND

2' MIN.

WITHOUT STEPS

GRATE AND 24" CONE

CRUSHED ROCK

EXIST. GRADE

FEMALE PIPE THREAD x SLIP ADAPTER WITH PLUG.

FORCEMAIN TRACER WIRE LOCATE STATION

2.6'

6' MIN

MAXIMUM (1) ADJUSTMENT RING

 45° BEND

STANDARD SEWER FRAME,

PLAN

WYE
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